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HEE—= FARRIS ENGINEERING Addendum #1
—
Date: February 5, 2019 Date of Issuance: January 18, 2019

Project Name: YRTC Dickson Cottage HVAC Renovation Date of Opening: February 19, 2019

FE Project No.: 184011

NOTICE: This addendum is applicable to the referenced project and is issued to all known
planholders prior to receipt of proposals. The information contained herein shall be fully
incorporated into the Bid Contract Documents as though originally incorporated. Failure
to acknowledge all amendments may be cause for rejection of the bid.

TO: Bidders and Others Concerned

Changes to the Project Manual

1. SECTION 00 00 20 - INVITATION TO BID: Replace specification in its entirety.

n

SECTION 23 22 13 — STEAM AND CONDENSATE PIPING AND SPECIALTIES:

A Page 6, Paragraph 2.7.A, Add the following:
6. Watson McDaniel.

B. Page 7, Paragraph 2.8.A.1, Add the following:
f. Watson McDaniel.

C. Page 7, Paragraph 2.8.B.1, Add the following:
e. Watson McDaniel.

A. Page 7, Paragraph 2.8.C.1, Add the following:
f. Watson McDaniel.

A. Page 8, Paragraph 2.8.D.1, Add the following:
f. Watson McDaniel.

Changes to the Drawings

1. SHEET MD101 — MECHANICAL DEMOLITION PLANS:
A Wood blocking that was located in the tunnel has been removed by the Owner.
2. SHEET M-501 — MECHANICAL DETAILS AND SCHEDULES:
A. On the M/E Coordination Schedule, coordinate with equipment suppliers to provide Minimum SCCR

nameplate information as stated in the schedule.
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Page |2 Addendum #1

B. On the Register-Grille-Diffuser Schedule. Change Mark “C” size of grille to the following: 16” x 16”.
Coordinate final sizes prior to ordering

3. SHEET E-101 — ELECTRICAL PLANS:

A Note: Variable Frequency Drives (VFDs) shall be provided by the Temperature Controls Contractor
and installed by the Electrical Contractor. Coordinate with all trades.

Clarifications

1. Typical working hours are Monday through Friday, 8 AM to 5 PM. No State holidays.

2. All on-site contractors will need to perform a background check with the Nebraska State Patrol. Cost for
background checks shall be the responsibility of the contractor(s). Background checks shall be turned over
to the Owner prior to any work performed.

3. Contractor to remove and properly dispose of the refrigerant.

4, Contractor to coordinate with Owner on items (metal) to be recycled.

5. Existing building’s floor is approximately 6-inches thick.

6. See attached document for pre-bid meeting attendance.

7. Clarification to drawing sheet F-101. Contractor shall not add a second riser to meet the intent of the new
zone. Provide a zone in the riser room and install it after the existing riser manifold assembly. Upon
activation of a sprinkler or break of sprinkler pipe in the mechanical utility tunnel, the flow switch of the zone
control assembly shall activate followed immediately (if not simultaneously) by the activation of the main riser
flow switch. See attached “Existing Riser” mark-up labeled FS1 for graphic clarification.

Attachments

1. Section 00 00 20 Invitation To Bid.

2. Pre-bid meeting attendance.

3. Existing Riser — FS1
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NEBRASKA STATE BUILDING DIVISION

SECTION 00 00 20

INVITATION TO BID

NEBRASKA STATE BUILDING DIVISION - KEARNEY, NEBRASKA

Nebraska State Building Division is requesting bids to replace the existing air handling unit and
condensing unit as well as install fire protection of the building’s utility tunnel at the Dickson Cottage
Building on the YRTC Kearney Campus.

Sealed proposals for furnishing all plant, equipment, transportation, tools, materials, labor and skills
necessary and incidental to perform all work described in the Proposed Contract.

Sealed bids will be received until 2:00 PM, Tuesday, February 19, 2019, at the office of AS/State
Building Division, 1526 “K” Street, Suite 200, P.O. Box 98940 Lincoln, NE 68508, Attention Amber
Brannigan, at which hour, or as soon as possible thereafter, the received bids will be publicly opened,
read aloud and considered for the furnishing of labor, materials and equipment necessary for the proper
construction of said project.

Bids mailed to this office shall be addressed to:
AS/State Building Division
1526 “K” St. Suite 200
P. O. Box 98940
Lincoln, NE 68509-8940

Bids delivered in person shall be delivered to:
AS/State Building Division
1526 “K” St. Suite 200
P. O. Box 98940
Lincoln, NE 68509-8940

NOTICE: Bids submitted by facsimile transmission are NOT ACCEPTABLE.

A Pre-Bid Conference will be held for potential Prime Bidders on Thursday, January 31, 2019 at 10:00
AM at the Facilities Building on the YRTC Campus in Kearney, NE.

Project Contact: Brent Beckman Phone 402-471-0420
BIDDING

All bids will be for a single Prime Contract to complete the work in accordance with the Drawings and
Specifications prepared by Farris Engineering Inc., 12700 West Dodge Road, Omaha, NE and bids will
be received only upon the printed Proposal Forms furnished by the Engineer.

Bid Security is required to be submitted with the bid proposal form. Make payable to DAS / State
Building Division, State of Nebraska in the amount of 5% of the Lump Sum Bid Amount. Bid Security
shall be of: cashiers check, certified check, or Bid Bond issued by a Surety licensed to conduct business
in the State of Nebraska. Form of Bid Bond is AIA Document A310. The character and amount of
security to be submitted by the contractor for the performance of the contract is stated in the proposed
contract documents.

(184011) 00 00 20-1 (YRTC Dickson Cottage HVAC Renovation)
©2019 by FEI



NEBRASKA STATE BUILDING DIVISION

DEPOSIT
Bid Documents will be on file at the following locations around January 21, 2019:
Farris Engineering, 12700 West Dodge Road, Omaha, NE 68154.

Nebraska Department of Administrative Services, Brent Beckman, 1526 K St., Suite 200, Lincoln,
NE 68509

Columbus Area Chamber of Commerce, Plan Room, 753 33™ Ave., Columbus, NE 68602-0515,
chamber@megavision.com.

Hastings Builders Bureau, 301 South Burlington, Hastings, NE 68902.
Builders Plan Service, 309 West 2™, Grand Island, NE 68801.
Kearney Plan Service, 1007 2" Avenue, Kearney, NE 68847.

Construction Industry Center, www.constructionindustrycenter.com.

iSgFt, www.isqgft.com.

Dodge Data & Analytics (Electronic Plan Room), 3315 Central Ave., Hot Springs, AR 71913, 800-
393-6343, www.construction.com.

Omaha Builder's Exchange, 4159 South 94™ Street, Omaha, NE 68127-1223,
omahabuildersexchange@gmail.com.

Lincoln Builders Bureau, 5910 South 58™ Suite C, Lincoln, NE 68516, Phone: (402) 421-8332,
jessiep@cornhusker.net.

Reed Construction, 30 Technology Parkway S, Suite 500, Norcross, GA 30092.

StandardSHARE, 4424 South 108" Street, Omaha, NE 68137.
Prime Contractors may obtain bidding documents from A& D Technical Supply Company, 4320 South
89™ Street, Omaha, NE 68127, (800) 228-2753, upon payment of $50 per set, which will be refunded
in full if documents are returned within fifteen (15) days of the bid date. Payment is accepted in the
form of check, payable to Farris Engineering, Inc. Bid documents are to be returned to A&D Technical
Supply Company, Omaha, NE.
Questions during bidding shall be directed to Farris Engineering at 402-330-5900.
The substantial completion date for the project is currently anticipated for July 31, 2019.
No bidder may withdraw their bid within 60 days after Receipt of the Bid. The Owner reserves the right

to accept or reject any or all bids, re-advertise for bids, to waive irregularities, to evaluate the bids and to
accept the bid which best serves their interest.

END OF SECTION
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EXISTING RISER - FS1 Tap existing riser

after existing riser
manifold to install
new zone for the
Install zone utility tunnel.

control assembly
per detail 1 on
Sheet F-101.




